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TABLE 4.a Efficiency measurement conditions test results 

MODEL: UNO-DM-5.0-TL-PLUS 

Test conditions: 
Temperature 25°C 

OUTPUT Voltage: 230Vac, 50Hz 

Input voltage (Vdc) 

Power Level  

5% 10% 25% 50% 75% 100% 120% 

250 500 1250 2500 3750 5000 -- 

η in [%] 
Rated Power Efficiency and Partial Output Efficiency  

Vmin 120 89.49 92.88 94.40 95.00 94.25 - -- 

Vmin (Full Power) 150 89.35 93.00 95.01 95.47 95.06 - -- 

Vnominal 345 90.87 94.55 96.45 96.79 96.58 96.28 -- 

Vmax (Full Power) 480 86.63 92.33 95.66 96.35 96.30 96.03 -- 

Vmax 530 83.95 90.88 95.08 96.04 96.22 96.07 -- 

 
No-Load Loss  
Inverter connected to the AC main, supplied with nominal input 
voltage  
W1= 1.3W (AC relays opened)  
W1= 23W (AC relays closed)  

Standby Loss  
Inverter connected to the AC main 
(AC realis opened) with no input 
source  
W2= 1.3mW  
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TABLE 4.b Efficiency measurement conditions test results 

MODEL: UNO-DM-4.6-TL-PLUS 

Test conditions: 
Temperature 25°C 

OUTPUT Voltage: 230Vac, 50Hz 

Input voltage (Vdc) 

Power Level  

5% 10% 25% 50% 75% 100% 120% 

230 460 1150 2300 3450 4600 -- 

η in [%] 
Rated Power Efficiency and Partial Output Efficiency  

Vmin 120 88.61 92.70 94.27 94.44 93.51 - -- 

Vmin (Full Power) 150 88.04 92.48 94.86 95.15 94.63 94.02 -- 

Vnominal 345 89.63 93.84 96.13 96.63 96.44 96.12 -- 

Vmax (Full Power) 480 85.13 91.71 95.30 96.03 96.05 95.69 -- 

Vmax 530 84.37 91.23 95.15 95.99 96.06 95.77 -- 

 
No-Load Loss  
Inverter connected to the AC main, supplied with nominal input voltage  
W1= 1.3W (AC realis opened)  
W1= 23W (AC realis closed)  

Standby Loss  
Inverter connected to the AC main 
(AC realis opened) with no input 
source. W2= 1.3mW  
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TABLE 4.c Efficiency measurement conditions test results 

MODEL: UNO-DM-4.0-TL-PLUS 

Test conditions: 
Temperature 25°C 

OUTPUT Voltage: 230Vac, 50Hz 

Input voltage (Vdc) 

Power Level  

5% 10% 25% 50% 75% 100% 120% 

200 400 1000 2000 3000 4000 -- 

η in [%] 
Rated Power Efficiency and Partial Output Efficiency  

Vmin 120 86.46 91.69 94.29 94.68 94.07 93.48 -- 

Vmin (Full Power) 150 86.67 91.73 94.74 94.65 94.77 94.18 -- 

Vnominal 345 89.14 93.62 96.11 96.62 96.57 96.14 -- 

Vmax (Full Power) 480 83.46 90.75 95.02 95.97 96.14 95.76 -- 

Vmax 530 82.26 89.84 94.66 95.75 95.95 95.74 -- 

 

No-Load Loss  
Inverter connected to the AC main, supplied with nominal input voltage  
W1= 1.3W (AC realis opened)  
W1= 23W (AC realis closed)  

Standby Loss  
Inverter connected to the 
AC main (AC realis 
opened) with no input 
source. W2= 1.3mW  
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TABLE 4.d Efficiency measurement conditions test results 

MODEL: UNO-DM-3.3-TL-PLUS 

Test conditions: 
Temperature 25°C 

OUTPUT Voltage: 230Vac, 50Hz 

Input voltage (Vdc) 

Power Level  

5% 10% 25% 50% 75% 100% 120% 

165 330 825 1650 2475 3300 -- 

η in [%] 
Rated Power Efficiency and Partial Output Efficiency  

Vmin 120 87.97 92.40 94.35 94.80 - - -- 

Vmin (Full Power) 150 88.21 92.68 94.96 95.40 95.00 - -- 

Vnominal 345 89.07 93.54 96.03 96.53 96.49 96.29 -- 

Vmax (Full Power) 480 85.12 91.58 95.31 96.11 96.19 96.01 -- 

Vmax 530 84.09 91.14 95.22 96.10 96.16 96.05 -- 

 
No-Load Loss  
Inverter connected to the AC main, supplied with nominal input 
voltage  
W1= 1.3W (AC realis opened)  
W1= 23W (AC realis closed)  

Standby Loss  
Inverter connected to the AC main 
(AC realis opened) with no input 
source  
W2= 1.3mW  
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TABLE 4.e Efficiency measurement conditions test results 

MODEL: UNO-DM-2.0-TL-PLUS 

Test conditions: 
Temperature 25°C 

OUTPUT Voltage: 230Vac, 50Hz 

Input voltage (Vdc) 

Power Level  

5% 10% 25% 50% 75% 100% 120% 

100 200 500 1000 1500 2000 -- 

η in [%] 
Rated Power Efficiency and Partial Output Efficiency  

Vmin 120 83.57 89.97 93.84 94.45 - - -- 

Vmin (Full Power) 150 83.97 90.23 94.26 95.14 95.02 - -- 

Vnominal 345 84.49 90.93 95.16 96.30 96.52 96.51 -- 

Vmax (Full Power) 480 70.42 88.10 94.17 95.81 96.18 96.15 -- 

Vmax 530 76.75 86.90 93.40 95.38 95.90 95.93 -- 

 
No-Load Loss  
Inverter connected to the AC main, supplied with nominal input 
voltage  
W1= 1.3W (AC realis opened)  
W1= 23W (AC realis closed)  

Standby Loss  
Inverter connected to the AC main (AC 
realis opened) with no input source. 
W2= 1.3mW  
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TABLE 4.f Efficiency measurement conditions test results 

MODEL: UNO-DM-1.2-TL-PLUS 

Test conditions: 
Temperature 25°C 

OUTPUT Voltage: 230Vac, 50Hz 

Input voltage (Vdc) 

Power Level  

5% 10% 25% 50% 75% 100% 120% 

60 120 300 600 900 1200 -- 

η in [%] 
Rated Power Efficiency and Partial Output Efficiency  

Vmin 120 76.61 85.90 92.27 94.17 94.48 94.41 -- 

Vmin (Full Power) 150 76.97 85.88 92.50 94.62 95.10 95.10 -- 

Vnominal 345 76.56 86.56 93.42 95.57 96.19 96.42 -- 

Vmax (Full Power) 480 70.35 85.90 91.48 94.77 95.67 96.04 -- 

Vmax 530 67.48 80.32 90.11 94.04 95.37 95.65 -- 

 

 
No-Load Loss  
Inverter connected to the AC main, supplied with nominal input 
voltage  
W1= 1.3W (AC realis opened)  
W1= 23W (AC realis closed)  

Standby Loss  
Inverter connected to the AC main 
(AC realis opened) with no input 
source  
W2= 1.3mW  

 


